
 

  

 

 

 
Fire Alarm TI – Submittal Requirements 

Switching Phone Lines to Cellular Communicator 

 

 

Plan Requirements: 

 

• Location of Fire Alarm Control Panel  

• Proposed location of cellular communicator 

• Smoke detectors 

• Pull Station locations 

 

 

Additional documents: 

 

• Product data sheets 

• California State Fire Marshal Office cellular device listing 

documentation 

• UL certification 

 

 

Inspection required: 

 

• Acceptance test  
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